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1. LCU APPROVED JOINT RESTRAINT FOR
P.V.C. M.J. PIPE AND FITTINGS PLACED
IN ACCORDANCE WITH JOINT RESTRAINT
SCHEDULE. (SEE DETAIL G-10)

2. CONFLICT PIPE

3. LCU APPROVED C-900 PVC DR 14

4. 18" MIN. UNLESS OTHERWISE APPROVED
BY LCU

5. 45° MECHANICAL JOINT FITTING, TYPICAL

6. 10 GAUGE DOUBLE INSULATED COPPER
WIRE (SEE LCU STANDARD DETAIL)
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